
Use  power cords supplied by RackPower.

For more information about nVent RackPower product, go to
 https://schroff.nvent.com/en-de/solutions/schroff/applications/iPDU

Warranty information can be found at
https://schroff.nvent.com/en-de/solutions/schroff/applications/iPDU

RP SERIES PDU AND INLINE ENERGY METER
SAFETY  GUIDELINES

The information in this document is intended for the use
of installers, maintenance professionals and qualified
users of RackPower distribution equipment. Keep this Safety 
Information for operation, installation and maintenance of 
the PDU and accessory equipment. This product complies 
with the latest safety requirements for equipment and
accessories for use in a rack mounting environment.

Read and follow all safety information. Failure to do so
may result in death or serious injury.

Changes and modifications to this equipment could void the warranty. RackPower is 
not responsible for damage to this product resulting from accident, disaster or misuse.
For pluggable  equipment, the socket outlet shall be installed near the equipment and 
shall be easily accessible.

testing and maintenance of both internal and external parts.

IEC60309 560P6 or 560P6W 


